
Questions  Answers 
RE: Exhaust Vent Piping  
 
In the specifications, the vent system is to be 
Secure Seal SSID by Security Chimneys 
International or comparable from .... 
The specification further states a minimum wall 
thickness of .020". After speaking to Security 
Chimneys International, they do not offer a 4 inch 
vent pipe with .020 inch wall thickness; they offer 
.015 inch thickness. Is this venting system 
acceptable? 
 

 
 
Schedule 40 or 80 PVC or CPVC or AL29‐4C that is 
cat iv is acceptable. 

RE:  Gas Regulators 
Will the existing gas regulators be adequate for the 
new boilers? Can they be used on the new boilers 
or shall they be replaced? Are they capable of the 
required flows, including the 10: I turndown 
required for the 400FTXL boiler and the 7: I 
turndown required of the 600FTXL? If these 
regulators are not acceptable, please specify a 
regulator for each boiler. 
 
 

 
Check with the regulator manufacturer or plan on 
replacing them as good practice dictates. 

RE:  Incoming Gas Pressure 
 
What is the incoming gas pressure, before the 
existing regulators? 
 

 
 
Gas pressure will support boilers. 
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